This study focuses on a development of heat transfer enhancement techniques using pulsating flow for thermal equipment such as electronic equipment and heat exchangers. In this report, the heat transfer performance of the pulsating airflow around the heating pillar mounted in the rectangular enclosure was investigated experimentally while changing the size of the clearance between the enclosure wall and the pillar. The pillar simulates the components mounted in thermal equipment such as fins and electrical components. The rectangular enclosure simulates an enclosure of electronic equipment and heat exchangers. The shape of the cross section of the pillar was square having sides 30 mm. The dimension of the width of the enclosure was changed from 50 mm to 80 mm. It was found that the heat transfer performance of the pulsating airflow became higher than that of the steady flow regardless of the dimension of the clearance. The heat transfer enhancement around heating components by the pulsating flow can be available regardless of the clearance around the components.
Introduction


Recent years have witnessed an increase in the demand for the reduction of power consumption in thermal equipment such as electronic equipment and heat exchangers in order to save energy. Generally, heat transfer performance of thermal equipment can be increased by supplying higher flow rate of working fluid. However, additional power consumption of fans and pumps is required to increase rotation speed and supply higher flow rate. In order to reduce power consumption of the fluid machineries while maintaining heat transfer performance, it is necessary to develop a novel control method of flow in thermal equipment.
Several studies of flow and heat transfer phenomena induced by pulsating flow [1] [2] [3] [4] have shown the possibility of the heat transfer enhancement by the generation of flow pulsation. If we could generate a pulsating flow by controlling a rotation speed of fluid machineries, a heat transfer performance in thermal equipment would be improved while reducing time-averaged power consumption. The reduced net power consumption of the fluid machineries would lead to reductions of environmental road. Therefore, the generation of a pulsating flow by controlling the operation of the fluid machineries could be the next-generation technique for heat transfer enhancement in thermal equipment.
Our study tries to apply pulsating flow to thermal equipment in order to improve heat transfer performance while decreasing time-averaged power consumption of fans and pumps [5] . However, in order to apply the pulsating flow to thermal equipment, the effectiveness of the pulsating flow in thermal equipment should be evaluated. In densely packed
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Performance of Pulsating Airflow 386 electronic equipment, that are such as plasma displays [6] , power supplies [7] and data centers [8] , or compact heat exchangers [9] , a number of components such as fins in the case of the heat exchangers are mounted in an enclosure and the structure of the flow passage become complex. Therefore, flow and heat transfer of a pulsating flow around the components mounted in the enclosure should be investigated in order to apply the pulsating flow to thermal equipment as a novel heat transfer enhancement technology. We have been evaluating flow phenomena and heat transfer performance of pulsating airflow around the components mounted in the enclosure. In our previous reports [5, 10] , we have reported that the pulsating airflow enhances heat transfer of the heating component mounted in the test enclosure while decreasing the time-averaged supply flow rate of the air regardless of the shapes of the component. In addition, we have confirmed the possibility of the generation of the pulsating flow by controlling the input voltage of the cooling fan periodically [11] . Through our previous reports, we confirmed the possibility of an application of the pulsating flow to thermal equipment as one of the heat transfer enhancement method.
Based on our previous investigation, in this report, we focused on an effect of a clearance between the component and the enclosure wall. The clearance is changed according to the dimensions of the component. This may affect flow pattern of the pulsating flow around the component. Especially, due to a miniaturization of thermal equipment such as portable electronic devices and compact heat exchangers, flow passages tend to become narrower. Therefore, we have to clarify whether the heat transfer enhancement by the pulsating flow is available regardless of the dimension of the flow passage or not.
Against these backgrounds, the heat transfer performance of the pulsating airflow around the heating pillar in the rectangular duct was investigated while changing the size of the clearance between the enclosure and the pillar. The pillar simulates a component mounted in thermal equipment and the duct simulates an enclosure of thermal equipment. Through the experiment, we obtained information about the relationship between the dimensions of thermal equipment and the effects of the pulsating flow on the heat transfer enhancement.
Experimental Method
Wind Tunnel
Fig . 1 shows the schematic of the wind tunnel that can generate pulsating airflow in a test section. The wind tunnel is composed of a pulsating flow generator, which consists of an AC servo motor and a cam, a flow-straightening chamber, an axial fan, a test section, which includes a test square pillar, and a flow mater. Cooling air is supplied by the axial fan that is mounted on the side wall of the chamber. The pulsating flow generator controls the opening area of the inlet of the test section by the rotation of the cam. By the change of the opening area of the inlet by the moving of the piston, the pressure drop at the inlet was changed, and the pulsating flow was generated. Pulsation frequency was controlled by the servo motor. Net supply flow rate was monitored with an ultrasonic flow meter (Aichi Tokei Denki, TRX25D-C/4P, range: ±0.6 ～ 35 m 3 /h, Accuracy: max ±5% R.D.). 
Test Section
Fig. 2 denotes the schematic of the test section. The dimensions of the test section simulate an enclosure of 1U-size electronic equipment mounted on a 19-inch rack, which is the dimension standard of electronic equipment. The test section has a height of 40 mm, a width of 80 mm and a length of 770 mm. The square pillar, that was made of acrylic, was mounted on the test section. Acrylic plates were inserted symmetrically bilaterally in order to change the condition of the width of the test section. A stainless steel sheet heater was pasted around the obstruction in order to generate a constant heat flux. Three T-type thermocouples that have a diameter of 0.2 mm were installed between the obstruction surface and the stainless sheet heater. Positons of thermocouples were as shown in Fig. 3 . Temperature data were collected every 0.1 s by using a data logger. By using the measurement results of temperature, the heat transfer performance around the obstruction was evaluated. Table 1 denotes the experimental conditions in this study. The width of the test section b e was changed between 50 mm and 80 mm. By changing the test section width, the effects of the clearance between the enclosure wall and the pillar on the heat transfer performance were investigated. Fig. 4 shows the time-dependent change of the supply flow rate when the pulsation frequency is 1 Hz. The maximum supply flow rate when pulsating was set to 1.0 × 10 -3 m 3 /s. Due to the closing the test section inlet, the time-averaged supply flow rate became 0.72 × 10 -3 m 3 /s. The level of the supply flow rate is similar to a supply flow rate of 40 mm-scale small axial fans that are generally used in high-density packaging miniature electronic equipment. The pulsating frequency was set to 1 Hz and 2 Hz. In order to evaluate the effectiveness of the flow pulsation, the heat transfer performance of the pulsating flow was compared with that of the steady flow that the time-averaged supply flow rate was the same as the pulsating flow.
Experimental Conditions
Evaluation Method of Heat Transfer Performance
All heat transfer performance were evaluated by using time-averaged local Nusselt number at each temperature measurement point Nu n and time-averaged average Nusselt number for all temperature measurement point on the pillar Nu m as shown in the following formulas. Here, all temperature data were used as the time-averaged value. The difference of heat transfer performance between the pulsating flow and the steady flow was evaluated by using the following performance ratio ζ m .
Here, Nu m,p is the average Nusselt number in the case of the pulsating flow and Nu m,s is the average Nusselt number in the case of the steady airflow, respectively.
Here, we will confirm the validity of the use of the time-averaged values for evaluating the heat transfer performance of the pulsating flow by confirming the transient change of the local heat transfer coefficient when the temperature distribution reaches the steady state. Fig. 5 shows the transient change of local heat transfer coefficient between pulsating flow of 1 Hz and steady flow when b e = 80 mm. Here, "Pulsating" denotes the transient change of the local heat transfer coefficient at each measurement point in the case of the pulsating flow of 1 Hz and "Steady" denotes the result of the steady flow (here, in this case, the supply flow rate of the steady flow was fixed on the maximum flow rate of the pulsating flow). We can see that the local heat transfer coefficient was not changed regardless of the existence of the pulsation. This is because the heat capacity of the test pillar is enough large and the instantaneous change of the heat transfer by the pulsating flow does not affect significantly to the transient temperature response on the pillar surface. Therefore, we concluded that we used time-averaged values as shown in Eqs. (2)- (6) for evaluating the heat transfer performance regardless of the existence of the pulsation. Here, the period of the measurement of the temperature was set to 2 min after achieving the steady state condition. 
Results and Discussion
We will confirm the heat transfer enhancement by the pulsating flow. Fig. 6 shows the difference of average Nusselt number between the pulsating flow and the steady flow in the case of b e = 80 mm. We can see that the average Nusselt number of the pulsating flow becomes about 10% higher than the result of the steady flow. The time-averaged supply flow rate of the steady flow was the same as the pulsating flow. However, the heat transfer performance became different. Therefore, we can say that the generation of the pulsation improves the heat transfer around the pillar. The reason of the heat transfer enhancement is as follows [5] . Generally, when the steady flow is supplied around the pillar, the flow separation causes on the side surface and the rear surface of the pillar. Then, the heat transfer performance decreases because of the airflow separation. However, due to the generation of the pulsation, the air flows to the side surface and the rear surface of the pillar as the static pressure in the flow separation area decreases due to the flow separation. This mechanism generates the counter flow and increases the heat transfer coefficient around the pillar. Therefore, the generation of the pulsating flow enhances the heat transfer behind the pillar where the flow separation generally occurs and heat transfer performance decreases.
Next, we will investigate the relationship between the width of the test section and the heat transfer coefficient. Fig. 7 shows the relationship between the width of the test section and whole heat transfer performance. We can confirm that a level of the heat transfer enhancement was dependent on the width. When the width became narrower, net heat transfer performance increased due to the acceleration of the airflow by the narrow clearance between the obstruction and the wall of the test section. However, from the viewpoint of the heat transfer enhancement effect by the pulsating flow, when the width of the test section became narrower, the performance ratio slightly decreased according to the test section width. Fig. 8 shows the difference of the local heat transfer coefficient on each surface of the pillar. Here, "No." of the symbol means the position of the measurement point of thermocouples. Fig. 8a is the result in the case of b e = 80 mm. On the front surface, the heat transfer on the front surface in the case of the pulsating flow decreased due to the decrease of the net supply flow rate in the case of the flow pulsation. However, due to the generation of the counter flow to the flow separation area, the heat transfer performance on the side surface and the rear surface improved and the net heat transfer of the pulsating flow increased. On the other hand, Fig. 8b shows the result in the case of b e = 50 mm. In the case of the pulsating flow, the level of the heat transfer enhancement on the side surface increases but the heat transfer performance on the rear surface becomes smaller than the steady flow. By the narrow clearance between the obstruction and the wall, the generation of the flow separation area was inhibited and the enough counter flow did not generate. In addition, due to the acceleration of the main flow between the pillar and the wall, the airflow behind the pillar become complex regardless of the generation of the pulsating flow. Therefore, the level of the improvement of the heat transfer by the pulsating flow was inhibited.
Conclusions
In this study, we are investigating the flow and heat transfer of the pulsating airflow around the pillar mounted in the enclosure. In this paper, the relationship between the width of the test section and the level of the heat transfer enhancement was investigated. Especially, the heat transfer performance of the pulsating airflow around the pillar was evaluated experimentally while changing the width of the test section. Through the experiment, we obtained the undermentioned conclusions.
In the range of our research, heat transfer enhancement by the pulsating flow can be observed regardless of the width of the test section. A level of the heat transfer enhancement by the pulsating flow was dependent on the width of the test section. When the width of the test section became narrower, the level of the heat transfer enhancement slightly decreases. Especially, the flow condition on the side or rear surfaces of the pillar affects the net heat transfer performance of the pulsating flow around the pillar.
As our future research, the optimum condition of the pulsating flow in order to obtain maximum heat transfer enhancement effect should be evaluated.
